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A800

1

A801

Horizon Pastelli Vento Shotblasted 600x400mm
"Natural" Pavers set to falls from 20mm below all
exterior doors to allow water to drain away from the
building into the adjacent road stormwater system

Existing Hall

NORTH

Joinery Item: Clubs Lounge Bench
Stainless Steel Kitchen Bench with sink
and cupboards. Details to be confirmed.

Joinery Item: Workroom Bench
Stainless Steel Kitchen Bench with sink
and cupboards. Details to be confirmed.

Joinery Item: Service Counter
Timber counter with cabinets under.
Includes Accessible counter as required by
the NZBC. Details to be confirmed.

Joinery Item: Kiosk
Stainless Steel and Timber
counter with sink and cabinets
under. Details to be confirmed.

D19

Archive room to have vapour barrier installed
over framing before lining with 13mm standard
gib. The intention is that moisture is excluded
from this room as much as possible

100mm DP from Ardex TPO gutter above with
melteca box around. Ensure all exposed edges of
melteca are sealed with 2mm PVC edging

Line service room with 9mm Titan with 6mm
Villaboard ceiling with express joints

100mm DP from Ardex TOP
gutter above

Existing Footpath: make good up to new
concrete slab in a tidy fashion by saw
cutting existing and protecting the
remainder until the end of the work.

Tiles with 150mm tile upstand all around to WC areas
and aluminium trim to carpet. Allow to feather the
substrate up to the tile edge under the carpet for at
least 1m to avoid any tripping hazard.

FLOORING LEGEND

Selected Carpet Tiles

Selected Entry Matting Carpet Tiles

PAINTING NOTES GENERAL FLOOR PLAN NOTES

-All Gib board painted except where used as substrate for
Autex Composition Board. More than one colour will be used.
-Special care to be taken of the 'Quietline' Gib ceilings that
there is no paint buildup in the holes.
-Concrete columns to be clear sealed with anti graffiti paint
especially to the exterior. Samples to be provided of the
finish. 1 face of each (except the + shaped columns) to have
sandblasted face with the pattern provided by the Principal.
-All cement board to be painted
-All timber rafters to be clear sealed. Base of timber rafter to
have painted MDF insert in space between where steel flitch
plate sits back
-All Decortech ceiling panels to have intumescent paint to
meet the requierments of the NZBC.

150mm precast concrete wall (refer to the engineer) with
50mm polystyrene insulation, Rondo Wall Batten System as
per the maufacturers instructions and 13mm gib as required
by the individual space.

90x45 or 140x45 H1.2 SG8 framing as required for the
height of the wall with 13mm gib both sides to interior
walls and 13mm gib and 9mm Titan to exterior walls on
building wrap and 20mm cavity with timber cavity battens.
Refer to plans and sections for exceptions including
Service room lined with Titan board and areas with Autex
Composition Board.

Lanwood industries WC Partition Systems walls. Refer to
specification for details.

WALL LEGEND

150RHS steel post to be clad on the
inside with folded and powdercoated
2mm aluminium where exposed.

seating decking covered to all sides with timber framed
with concrete pads for corner posts. The seat on GL 5 is to
have ventilation system exiting from underneath. Details to
be confirmed.

2m high aluminium fence with
removable section along foot path to
allow courtyard to access the street for
major functions

1
3
4
9

9785

100mm DP from Ardex TPO gutter above
and steel column with melteca box around.
Ensure all exposed edges of melteca are
sealed with 2mm PVC edging. Please note
that not all columns have downpipes beside
them but the melteca box is still included.

1. Refer to sheets A214 for dimensioned plans.
2. All work is to comply with NZS 3604:2011, the NZBC and other applicaple standards and codes.
3. The Site Wind Zone is    .
4. The Site Wind Pressures are: ULS=   kPa, SLS=   kPa.
5. All timber framing is to be SG8, H1.2 treated unless noted otherwise.
6. Provide DPC between all timber and concrete.
7. Generally Ground Floor Wall Framing is to go up to the underside of the structure above often

bolted to the underside of the steel frame.
8. Walls that arn't connected to the structure are to be braced to the structure above within the

ceiling void.
9. Wall linings are to go up to ceiling level for Gib Ceilings, or 100mm above ceiling level for

Suspended Grid Ceilings.
10. All ceilings and walls to concrete to have Gib Rondo 10mm shadowline stopping bead
11. Where the R-values of insulation specified as part of an Acoustic system are different than the

thermal insulation specified, the higher R-value insulation shall be used.
12. Refer to the Fire Safety Strategy Report for work required to meet the Fire Requirements.
13. Where insulation is to be installed into framing that is only lined on one side, provide plastic

straps, wire netting or similar means to prevent insulation falling out of the framing cavity.
14. 90mm timber framed external walls are to have Autex GreenStuf Pads R2.2 (90mm) Wall

Insulation.
15. 140mm timber framed external walls are to have Autex GreenStuf Roll Form R2.4 (140mm) Wall

Insulation.
16. Rondo steel strapping on external walls is to have Expol 50mm R1.3 (50mm) Insulation.
17. Roof Insulation is to be Autex GreenStuf BIB R2.2 (150mm) Building Insulation Blanket between the

purlins, laid over wire netting fixed to the underside of the purlins.
18. Roofing Underlay shall be Thermakraft CoverTek 407 Fire Retardant Self Supporting Synthetic

Building Underlay.
19. Building Wrap shall be Thermakraft WaterGate Plus Fire Retardant Absorbant Breathable Wall

Underlay.
20. Flashing Tape shall be Thermakraft Aluband Window Flashing Tape.
21. DPC shall be Thermakraft Supercourse 500.
22. DPM shall be Thermakraft Thermathene Orange 300um.

100mm DP from Ardex TPO gutter above with
melteca box around. Ensure all exposed edges of
melteca are sealed with 2mm PVC edging

Existing Footpath:
make good up to new
concrete slab in a tidy
fashion by saw cutting
existing and protecting
the remainder until the
end of the work.
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A401

APL 100mm flushglaze
windows with actuators (refer to
A600 and mechanical engineer)

suspended light fitting
(refer to engineer)

Feature post non structural supplied to
Principal for carving and installation on
connections as detailed by engineer.

600mm deep bulkhead
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2

security mesh over top of
returns and store room

Feature post non structural supplied to
Principal for carving and installation on
connections as detailed by engineer.

A800 25

Spreaders to all upper roof DPs as per
E2/AS1-8.1.6

2 piece apron flashing down over roof
and up under window
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Apron flashing with kickout as per
E2/AS1-5.1 Fig.8B. Cut a chase in
concrete column and seal top of flashing
into it.

Ardex TPO Membrane gutter on
17mm H3.2 plywood and
70x45mm @400crs min H1.2
framing to a min 1:100 falls to the
outlets

Ardex TPO Membrane gutter on 17mm
H3.2 plywood and 70x45mm @400crs
min H1.2 framing to a min 1:100 falls to
the outlets

90x45 timber framed
Titan board lined infill
wall with cavity

100mm DP and spreaders to all upper
roofs as per E2/AS1-8.1.6

90x45 timber framed
Titan board lined infill
wall with cavity

Carved feature wedge below each beam. Supply wedges and hand
to Principal for carving and install when completed. Please note that
these must cover each side of the steel post coming out of the top
of the concrete columns

Install 200x75mm scupper at each end
of gutter on both GL 2 and 6 to
manufacturers instructions

Refer to Detail 4 on A503
for framing to this area

SCALE @ A1.

Rev.

Designgroup Stapleton Elliott.

PO Box 39 345

4  920 0032

stapleton elliott
designgroup

PROJECT No.

PLOT DATE.

commencing work.  Do not scale from the drawings.

Contractors shall verify all dimensions on site before

Wellington Mail Centre 5045

New Zealand

PH.

FAX.

+64-   -

+64-   -4  920 0031

designgroupstapletonelliott.co.nz

If in doubt ask.  Copyright of this drawing is vested in

SCALE @ A3. Halve A1 Scale

 1 : 100

9/11/2017 11:52:59 AM

OPOTIKI DISTRICT COUNCIL

A211

Clerestory Plans

BUILDING CONSENT

OPOTIKI COMMUNITY FACILITY

Cnr King and Church St

O524

A300 SCALE @ A1 - 1 : 100
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aluminium strips for lighting and
heaters (refer engineer)

12mm aqualine gib to ACC WC,
Cleaners and East Lounge
including ceilings

12mm Quietline gib on flat ceilings fixed to
suspended Rondo Key Lock System

12mm Decortech plywood to central area sloping
ceilings with clear finish, standard slot perforations and
black backing

Danpalon Ridge Box (See A530)

610x241mm timber rafters
(refer to engineer)

suspended
light fitting
(refer to
engineers)
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6mm Villaboard soffit lining with express
joints and fixed to Rondo 129 FC @
600crs hanging off Rondo 226 clips fixed
to steel purlins which are at 900crs (refer
to engineer)

12mm Quietline gib on sloping ceilings fixed to
Rondo Key Lock System

12mm aqualine gib to WC's
including ceilings

12mm Quietline gib on flat
ceilings fixed to suspended
Rondo Key Lock System

12mm Quietline gib on
sloping ceilings fixed to
Rondo Key Lock System

6mm Villaboard Lining vapour barrier required to
ceiling and walls behund
lining

2
7
.5

°
2
7
.5

°

Base of timber rafter to have painted MDF insert in space
between where steel flitch plate sits back

aluminium strips for lighting and
heaters (refer engineer)

6mm Villaboard soffit lining with express joints and fixed to Rondo
129 FC @ 600crs hanging off Rondo 226 clips fixed to steel
purlins which are at 900crs (refer to engineer)
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3b

A401

5b

A402
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A402
1b

A401

KING STREET

CHURCH STREET

Danpalon Ridge
Box (see A530 for
details)

1a

A410

4a

A411

Dimond LT7 0.55
BMT roofing

610x241mm rafters
protruding from the
roof with coloursteel
cap flashing over the
top

Ardex TPO
Membrane gutter on
17mm H3.2 plywood
and 70x45mm @
400crs min H1.2
framing to a min
1:100 falls to the
outlets

100mm DP from
Dimond Box175
spouting down to roof
below with spreaders
as per E2/AS1-8.1.6

100mm UPVC DP with Allproof 100mm
flat grate roof drain with ring clamp

600mm high parapet with 9mm Titan board
facing and parapet flashing over the edge
to the entire perimeter except edge along
GL 1 where there is a barge flashing over
the edge and across the roof.

concrete boundary wall 100mm off boundary as
a siesmic gap with coloursteel over flashing to
adjacent building with pressure plate seal

COMMUNITY HALL

1a

A401

6b

A402

4b

A411

3a

A411

1b

A410

2b

A410

2b

A401
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A402
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A402
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A402

4

A530

5

A530

A501

2

200mm wide hip flashing each side of hip

200mm wide barge flashing

Change in pitch flashing 250mm
under upper roof and 200mm over
lower roof

200mm wide apron flashing against
inside of parapet under parapet flashing

100mm UPVC DP with Allproof 100mm
flat grate roof drain with ring clamp

610x241mm rafters protruding from the roof
with coloursteel cap flashing over the top

Ardex TPO Membrane gutter on
17mm H3.2 plywood and
70x45mm @400crs min H1.2
framing to a min 1:100 falls to the
outlets

100mm UPVC DP with Allproof 100mm
flat grate roof drain with ring clamp

100mm UPVC DP with Allproof 100mm
flat grate roof drain with ring clamp

100mm DP from Dimond Box175
spouting down to roof below with
spreaders as per E2/AS1-8.1.6

3
.0

°
2
7
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°

Valley guller as per E2/AS1-8.1.6,2

3
.0

°
2
7
.5

°
2
7
.5

°
2
7
.5

°
3
.0

°

See A211 for roofing details under
eaves

200mm ridge flashing

Danpalon Ridge Box (see
A530 for details)

Install 200x75mm scupper at each
end of gutter on both GL 2 and 6
to manufacturers instructions
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1 Plan -Roof
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as a siesmic gap with over flashing and end
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100mm DP from Dimond Box175 spouting
down to roof below with spreaders as per
E2/AS1-8.1.6

600mm high parapet with 9mm Titan board
facing and parapet flashing over the edge
to the entire perimeter

Danpalon Ridge Box (see
A530 for details)

open

open

Existing Hall

Danpalon Ridge Box (see
A530 for details)

2mm aluminium powdercoated panels over the steel
posts between the windows folded back in and sealed
against the window with backing rod and sealant

Titan Board facia and
barge boards

Titan Board
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100mm flushglaze glazing with coloured
glass around corner with silicon joint

2m high aluminium fence with removable
section along foot path to allow courtyard
to access the street for major functions
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W07 W08 W09 W10 W11 W12 W13

W33 W34 W35 W36 W37
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W31W30

W29

W28

W05

Coloured glass part of window to
cover column and DPs

Concrete ''+'' column exposed in the corners. Cap
flashing installed around top up behind cladding with
back flashings down the vertical joint to be chased into
concrete and sealed and to exit over the apron flashing
of the roof below.

Ground Floor

0.000 m

2 3 4 5 6 71

2a

A410
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2.4m high auto opening frameless
glass doors

timber beam over door 50mm fixed to outside of
Titan board and timber post. Supply and allow
to fix in place but hand to Principal for carving.

Concrete columns to have clear finish with
etched detail to 1 face (refer engineer)

Main building sign to this face

Book return slot in this wall and signage.
Details to be confirmed.
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A411

1b

A410

2b

A410

W14

D25
W16 W18

Dimond LT7 0.55 BMT roofing

Titan Board

600mm high parapet with 9mm
Titan board facing and parapet
flashing over the edge to the
entire perimeter

Danpalon Ridge Box (see
A530 for details)

Titan Board facia and
barge boards

Timber rafters (refer to engineer)

200x75 Scupper outlet overflow

Flashing between buildings
at each end and over top

Timber Posts. Supply and allow to fix in
place but hand to Principal for carving.

2mm aluminium powdercoated
corner to all bottom edges of
perimeter facia

Ground Floor
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A410
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W27W26W25

D03
W03a W03b W06

W14W04

D02

W01

D01

Seating to be decking covered to all
sides with timber framed with concrete
pads for corner posts. The seat is to
have ventilation system exiting from
underneath. Details to be confirmed.
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4

A530

W06

D04

W03b W03a
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D02
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23

Gathering

2

Kiosk

1

Service Room

1

A502

150RHS steel post to be clad on the
inside with folded and powdercoated
2mm aluminium where exposed.

12mm Quietline gib on flat
ceilings fixed to suspended
Rondo Key Lock System

12mm Decortech plywood to central area sloping ceilings with
clear finish, standard slot perforations and black backing

Danpalon Ridge Box (See A530)

610x241mm timber rafters (refer to engineer)

12mm Quietline gib on
sloping ceilings fixed to
Rondo Key Lock System

13mm standard gib to
vertical section

100mm DP from Ardex TPO gutter above
and steel column with melteca box around.
Ensure all exposed edges of melteca are
sealed with 2mm PVC edging. Please note
that not all columns have downpipes beside
them but the melteca box is still included.
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5
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3200

17
Entry

16
Stacks

24
Service

23
Gathering

W15

D20

D22 W09

W08

W07 W05

W28

W29

W30W31

W32

W33W36W37

4

A503

6mm
Villaboard
soffit

aluminium strips for lighting and
heaters (refer engineer)

12mm Quietline gib on flat
ceilings fixed to suspended
Rondo Key Lock System

12mm Decortech plywood to
central area sloping ceilings
with clear finish, standard slot
perforations and black backing

Danpalon Ridge Box (See A530)610x241mm timber rafters
(refer to engineer)

12mm Quietline gib on
sloping ceilings fixed to
Rondo Key Lock System

3
0
0
0

5
8
0
8

Danpalon Ridge Box (See A530)

13mm standard gib to
vertical section

seating decking covered to all sides
with timber framed with concrete
pads for corner posts. The seat on
GL 5 is to have ventilation system
exiting from underneath. Details to
be confirmed.

100mm DP from Ardex TPO gutter above
and steel column with melteca box around.
Ensure all exposed edges of melteca are
sealed with 2mm PVC edging. Please note
that not all columns have downpipes beside
them but the melteca box is still included.

13mm standard gib to
vertical section

1
5
9
4

4
1
1

Timber framed gib lined
bulkhead

Titan board

6mm
Villaboard
soffitOpen

Open

Facia aluminium strips for lighting and heaters (refer engineer)

Carved feature wedge below each beam.
Supply wedges and hand to Principal for
carving and install when completed.
Please note that these must cover each
side of the steel post coming out of the
top of the concrete columns
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10mm Autex Composition Board in selected
colour with aluminium trim to exposed faces
including the outside corner.
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